INSALLER MANUA
SmartWHF Model iMK or iM

Controls Whole House FEBNnh GWntro
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000 Step 2. Connect iM3 to the FC3J
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Step 1. Install FC3J in Junction Boxgomn Fan
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Step 4. CompligtieSWt Up
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INSALLAION

Optional Sensors

TS510W Indeorp@&rature Sensor
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TS3 Outdoemmpgerature Sensor
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to base.

Wiring Optional SensorsikEo MM 8 uWe
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FC3J iWing Diagrams for fans manufactured by QC Me
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CLASSIC Series TRIDENT PRO Series
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ENERGSAER Series STEANMH PRO Series
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WD-01, 1-Speed PSC Fan WD-02, 2-Speed PSC Fan

0000i0oomon Oo0moorooo

00moooonn

0000i0oomon Oo0moorooo

00moooonn

ooooog ooooog
ooooo ooooo




WD-03, 1-Speed ECM Fan
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WD-04, 2-Speed ECM Fan
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WD-05, 3-Speed ECM Fan
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WD-06, 2-Speed ECM Fan
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TROUBLESHOOTING

The iM3 LED is not Ilit.
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Need Help?
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Fan Status indicates On but the fan is not run
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